
CHATHAM COLTNTY PURCHASING DEPARTMENT
ADDENDUMNO. 2 TO Bid # 16-0100-7

FOR: Çauston Bluff Pump Station Upgrade

PLEASE SEE THE FOLLO\ilING ADDITIONS, CLARIFICATIONS AND/OR
CHANGES:

Question: V/ould the County consider a Grundfos Submersible Pump or Pioneer

Bypass Pump as part of this project?

Besponse: Due to current maintenance considerations and standardization

Grundfos Submersible Pumps and Pioneer Bypass Pumps are not acceptable

alternates. Cunently the only approved pumps are ABS Submersible and

Thompson as indicated in the specihcations.

Ouestion: V/ould the County consider Florock products as an equal/and or

performance equal to the coating product for this project?

Response: Due to current maintenance considerations and standardization

Floropoxy 4700 and 4805 are not acceptable alternates. Refer to specifications to

see the approved coating system.

THE BID OPENING REMAINS 2:00 P.M. DECEMBER 29,2016.
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