
CHATHAM AREA TRANSIT AUTHORITY IFB 2012-01, ADDENDUM NO.1 
 

 
DATE:    October 25, 2011 
 
ORIGINAL IFB NUMBER:    2012-01 
 
PROJECT:   CHATHAM AREA TRANSIT AUTHORITY DOWNTOWN INTERMODAL 

TRANSIT CENTER 
  
 
This Addendum forms a part of the Invitation for Bids 2012-01, provides Contract Documents and 
modifies the Original Drawings and Project Manual dated September 29, 2011. 
 
 
Revisions and Additions 

 
1. Bid Opening Date is changed from November 7, 2011 at 2:00 p.m. to November 18, 2011 at 11:00 

a.m.  All bids must be submitted by 11:00 a.m. Friday, November 18
th
. 

 
2. The following LEED Qualification Language is added to Section 1.1 Scope. 
 

 LEED Qualifications Requirements: 
 

A. As part of the base qualifications for any bidding General Contractor, the company is 
required to have at least one LEED Accredited Professional (AP) on staff or as a 
contracted subconsultant, with the LEED BD+C credential being given "preferred" ranking 
as part of the selection process. 

 
B. General Contractor (firm) shall demonstrate successful completion of at least two (2) non-

confidential LEED certified projects.  In addition, at least one LEED Accredited 
Professional identified as part of the GC team shall demonstrate individual experience 
with at least two (2) non-confidential LEED certified projects (citing previous work 
experience is acceptable).  In each case listed above, the following information shall be 
submitted with the bid proposal: 

 
a. Name of LEED certified project, as shown in the LEED Online certified project 

database. 
b. Rating system under which project was certified (i.e. LEED-NC2009(v3), LEED-

NCv2.1, LEED-NCv2.2, etc.). 
c. Approximate date of project's certificate of occupancy (month/year). 
d. Approximate date project was officially awarded LEED certification (month/year). 
e. Record of final credits awarded to project, as shown directly in LEED Online (either 

a printed view of this data in the LEED Online website or a copy of the GBCI 
issued final review summary report). 

f. Brief description of Firm or Individual's contracted role/primary responsibility for 
cited project. 

C. As specified in Project Manual Section 01 81 13.13, Sustainable Design Requirements – 
LEED for New Construction and Major Renovations, General Contractor shall be 
responsible for gathering documentation from subcontractors related to LEED items and 
validating these submittals for compliancy and completeness.  The GC will submit all of 
the documentation, on an agreed upon schedule, to the LEED Consultant for certification 
during construction and close-out. 

 
D. The General Contractor shall review the manufacturer’s products listed in the technical 

specifications and verify compliance with the referenced credit standards.  The 
Contractor shall obtain necessary manufacturer documentation to demonstrate 
compliance with the referenced standard.  If documentation is not immediately available, 
the measures necessary to demonstrate compliance shall not impact project cost or 
schedule. 
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3. Additional language added to Section 1.5, Brand Names to indicate process for written approval of all 

request to substitute “approved equals”. 
 

Add:  
   

Bidder must submit to CAT a written request for approval of all equivalent products at least 
10 calendar days prior to bid opening date. 
 

4. IFB Dowtown Intermodal 2012-01, Section 1.7, Bidder Review Procedures, a. Request for 
Modification or Clarification is revised as follows. 

 

 Deadline for submitting written inquiries to CAT is changed from six calendar days before 
the date of scheduled bid opening to 10 calendar days before, November 8, 2011. 

 

 Deadline for CAT to issue a written determination relative to each request made pursuant 
to this procedure is changed from three calendar days to four calendar days before, 
November 14, 2011.  

 
5. IFB 2012-01, Section 1.16, Licenses. 

 

 “Certification information” means required contractor’s licensing number. 
 

6. IFB 2012-01, Section 2.17 Federal Clauses Applicable to Third Party Contracts For Construction 
Utilizing Federal Funds. 

 
Add:  

   
The following clauses are herein incorporated by reference and made a part of the contract.  
Failure to complete and submit the requisite certifications with your bid may render your bid 
non-responsive. 

 
7. Add AIA Document A701 - 1997 “Instructions to Bidders” (attachment 1) as a supplement to the 

CAT’s “Instructions to Bidders” issued with the “Invitations for Bids No. 2012-01.”  Where conflicts 
occur between the two documents, the provisions of the Owner’s “Instructions to Bidders” shall super 
cede the AIA document unless noted otherwise. 

 
8. Add AIA Document A310 - 2010 “Bid Bond” (attachment 2). 
 
9. Add AIA Document A101 - 2007 “Standard Form of Agreement between Owner and Contractor” 

(attachment 3). 
 
10. Add AIA Documents A312 - 2010 “Payment Bond” and Performance Bond” (attachment 4). 
 
11. Add AIA Document A201 - 2007 “General Conditions of the Contract for Construction” (attachment 5). 
 
12. Specification Section 01 21 00, Allowances, add paragraph 3.1B:  

 
A. Allowance No. 2: Include the sum of $50,000.00 for Program Management and Quality 

Assurance (PMQA) services as specified in paragraph 1.3, Supplementary Instructions to 
Bidders, with the firm to be selected by the Owner. 

 
13. Specification Section 08 33 23, Overhead Coiling Doors, paragraph 2.7D.3. Motor Size:  Delete 

“Minimum size as indicated” and replace with “1 Horsepower.” 
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14. Specification Section 32 14 43, Porous Unit Paving, Paragraph 2.2, Accessories, add paragraph 2.2B 
as an alternative edging material: 

   
  A. PVC Edge Restraints:  3/16 inch thick by 1-5/8 inches high vertical leg by   2-3/4 inches wide 

horizontal leg flexible PVC edging, with horizontal flange punched to receive 3/8 inch 
diameter by 10 inch long aluminum or galvanized stakes at 12 inches o.c. 

 
1. Manufacturers:  Subject to compliance with requirements, provide products by one of the 

following: 
a. BrickStop Corporation (Basis of Design). 

    b. Paveloc 
    c. Pave Tech 
    d. SEC-Surebond 
 
 
 
15. Drawings: 
        

A. Civil Drawings Cover Sheet:  Replace drawing in its entirety with revisions dated 10/21/11. 
 

B. Sheet C1.2, Layout Plan:  Replace drawing in its entirety with revisions dated 10/21/11. 
 

C. Sheet C1.3, Oglethorpe and Fahm Intersection Plan:  Replace drawing in its entirety with 
revisions dated 10/21/11. 

 
D. Sheet C3.1, Drainage and Paving Plan:  Replace drawing in its entirety with revisions dated 

10/21/11. 
 

E. Sheet C4.1, Grading Plan:  Replace drawing in its entirety with revisions dated 10/21/11. 
 

F. Sheet C5.4, Paving, Grading & Drainage Details:  Replace drawing in its entirety with revisions 
dated 10/21/11. 

 
 
 

G. Sheet L1.1, Landscape Plan: Replace drawing in its entirety with revisions dated 10/21/11. 
 

H. Sheet A5.2, Terminal Building - Interior Elevations, No. 2, Departures 208 East Interior Elevation, 
revise drawing note as follows:  “Digital signage furnished by others and installed by GC.” 

 
I. Sheet M1.0, HVAC Legend, Schedule and Abbreviations: 

1. Sketch M1.0.R1 (Attached): 
a. Add Note 7 to notes. 
b. Add Note 7 tag to Lobby 36 space. 

2. Sketch M1.0.R2 (Attached): 
a. Add Notes 6 and 7 to notes. 
b. Add Notes 6 and 7 to spaces indicated in sketch. 
c. Add temporary thermostat in location shown. 

 
J. Sheet M1.2, HVAC – First Floor Greyhound: 

1. Sketch M1.2.R1 (Attached): 
a. Shift air devices to new location shown. 
b. Elevations of air device shall be 15'-0" AFF from center of air device face. 
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K. Sheet E1.1, Platform Canopy Electrical Symbols, Abbreviations & Schedules:  Replace drawing 
in its entirety with revisions dated 10/21/11. 

 
L. Sheet E2.1, Overall Electrical Site Platform Power Plan:  Replace drawing in its entirety with 

revisions dated 10/21/11. 
 

M. Sheet E3.1, Transfer Platform Under Canopy Power Plan:  Replace drawing in its entirety with 
revisions dated 10/21/11. 

 
N. Sheet E3.2, Trolley & Greyhound Under Canopy Power Plan:  Replace drawing in its entirety with 

revisions dated 10/21/11. 
 

O. Sheet E4.2, Electrical Details:  Replace drawing in its entirety 2ith revisions dated 10/21/11. 
 

P. Sheet E6.1, Legend and General Notes: 
1. Sketch E6.1.R1 (Attached): 

a. Add Note G21. 
b. In Legend, add Tamper Switch. 

2. Sketch E6.1.R2 (Attached): 
a. In temporary service and power notes, Add Notes T9, T10, T11 and T12. 

 
Q. Sheet E6.2, One-Line Diagram and Details: 

1. Sketch E6.2R1 (Attached): 
a. Provide power to overhead coiling door as indicated on sketch. 
b. Add Notes 8 and 9. 

 
R. Sheet E6.3, Panel Schedules and Fixture Schedule: 

1. Sketch E6.3.R1 (Attached): 
a. Modify Panel Schedule GHA. 

2. Sketch E6.3.R2 (Attached): 
a. Add approved lighting fixture to Fixture Schedule. 

 
S.  Sheet E7.2, Power Plans: 

1. Sketch E7.2.R1 (Attached): 
a. In detail 5/E7.2, add electrical service to overhead door. 

 
T. Sheet E8.1, Fire Alarm, Intrusion Detection and Access Control Systems Plans: 

1. Sketch E8.1.R1 (Attached): 
a. In detail 1/E8.1, identify tamper switch locations, relocated fire alarm annunciator and 

show fire alarm connection to overhead door. 
b. In detail #/E8.1, modify Note 3. 

 
U. Sheet T2.1, Structured Cabling Plan 1, Note 7: Replace text in its entirety as indicated below.   

 
“Note 7:  Provide (2)- 1” conduits to each TVM kiosk (1)-1” conduit for network connection and 
(1)-1” conduit for alarm.  

 
1. Note shall be added TVM located at building exterior and shall apply to interior unit as well. 

 
16.  Construction will commence within 10 days of Notice to Proceed and completion date will be 540 

days from commencement. 
 
 
END OF ADDENDUM NO. 1 
 
















































































































































